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\ T4 CURTAIN WALL
UNICEL VISION 800R
FEATURES

(1 ALUMINUM PROFILES WITH CONCEALED FASTENERS (NO VISIBLE SCREW OR BOLT) IN ACCORDANCE WITH THE FOLLOWING
STANDARDS:
(2) RAIN SCREEN SYSTEM PROVIDING PROPER DRAINAGE AND VENTILATION
AIR TIGHTNESS: ASTM-E283
(® POLYSHIM SEALING JOINT PROVIDING A HERMETIC SHIELD AGAINST AIR AND VAPOR INFILTRATION CAN/CSA-A440
WATER TIGHTNESS: ~ ASTM-E331
(@ POSSIBILITIES OF SINGLE, DOUBLE, TRIPLE OR VISION CONTROL® (1/4" TO 3" - 6mm TO 76mm) ﬁim‘sgﬂ
CAN/CSA-A440
(®) PRESSURE PLATES AND COVERS OF VARIOUS SHAPES FOR DIVERSE COMBINATIONS
CONDENSATION
RESISTANCE: CAN/CSA-A440
(® THERMAL BREAK BETWEEN INTERIOR AND EXTERIOR PROFILES PROVIDED BY PVC BARRIERS
STRUCTURAL ASTM-E330
(@) STAINLESS STEEL SCREWS CONCEALED UNDER ALUMINUM COVERS PERFORMANCE: CAN/CSA-A440
ALUMINUM GLAZING BRACKET
(@ OPTIONAL: 800HP SERIES: ADDITION OF AN INSULATING PROFILE IN 9 RN
EXPANDED POLYPROPYLENE TO IMPROVE THE PERFORMANCE OF THE 7 \
CURTAIN WALL
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\ T4 SKYLIGHT
UNICEL VISION 700R
FEATURES

(1 ALUMINUM PROFILES WITH CONCEALED FASTENERS (NO VISIBLE SCREW OR BOLT) IN ACCORDANGE WITH THE FOLLOWING
STANDARDS:
(@ RAIN SCREEN SYSTEM PROVIDING PROPER DRAINAGE AND VENTILATION
AIR TIGHTNESS: ASTM-E283
(3 POLYSHIM SEALING JOINT PROVIDING A HERMETIC SHIELD AGAINST AIR AND VAPOR INFILTRATION CAN/CSA-A440
WATER TIGHTNESS: ~ ASTM-E331
@ POSSIBILITIES OF SINGLE, DOUBLE, TRIPLE OR VISION CONTROL® (1/4" TO 3" - 6mm TO 76mm) ﬁim‘ggﬁ
CAN/CSA-A440
(8) PRESSURE PLATES AND COVERS OF VARIOUS SHAPES FOR DIVERSE COMBINATIONS
CONDENSATION
RESISTANCE: CAN/CSA-A440
® THERMAL BREAK BETWEEN INTERIOR AND EXTERIOR PROFILES PROVIDED BY PVC BARRIERS
STRUCTURAL ASTM-E330
(7)) STAINLESS STEEL SCREWS CONCEALED UNDER ALUMINUM COVERS PERFORMANCE: CAN/CSA-A440

ALUMINUM GLAZING BRACKET

CONDENSATION GUTTER

©

OPTIONAL: 700HP SERIES: ADDITION OF AN INSULATING PROFILE IN
EXPANDED POLYPROPYLENE TO IMPROVE THE PERFORMANCE OF
THE CURTAIN WALL
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RAFTER SECTION
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SKYLIGHT
VISION 700R
PURLIN SECTION
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OR VISION CONTROL® GLAZING
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SETTING BLOCK
PUNCTUAL THERMAL BREAK

POLYSHIM

GLAZING BRACKET

STRUCTURAL PROFILES
(SEE PAGE SK 1.3)
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RIDGE SECTION

EXTERIOR FLASHING

PUNCTUAL THERMAL BREAK

POLYSHIM
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OR VISION CONTROL® GLAZING
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KNEE WALL JUNCTION
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RIDGE SECTION ANCHORING
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SILICONE GLAZING
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UNICEL VISION 700R

ARCHITECTURAL

INSTALLATION GUIDE
SK 3.1 CONNECTOR
SK 3.2 VERTICAL MULLION
SK 3.3 HORIZONTAL MULLION
SK 3.4 WATERPROOFING
SK 3.4.1 MEMBRANE SUPPORT
SK3.4.2 MEMBRANE PRIMER
SK 3.4.3 SEALING MEMBRANE
SK 3.5 GLASS UNIT
SK 3.5.1 SEALING TAPE
SK 3.5.2 SETTING BLOCK
SK 3.5.3 GLASS UNIT
SK 3.6 EXTERIOR FINISH
SK 3.6.1 RIGID INSULATION AND ALUMINUM FLASHING
SK 3.6.2 PRESSURE PLATE AND SNAP ON COVER
SK 3.6.3 ALUMINUM ROOF FLASHING
SK 3.6.4 SEALING JOINT
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CONNECTOR

INSTRUCTIONS:

1. SECURE THE CONNECTORS ON THE BUILDING STRUCTURE ACCORDING TO THE SHOP DRAWINGS.

SCREW/BOLT CONNECTORS%
y

CONNECTOR AND ASSEMBLY IS PROVIDED FOR INFORMATION PURPOSES ONLY, ALWAYS REFER TO SHOP DRAWINGS.

GS
ACCORDING TO SHOP DRAWIN

STEEL OR ALUMINUM CONNECTORS

i i Corp.
2155 Femand-Lafontaing UNICEL] sk 3.1
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VERTICAL MULLION

INSTRUCTIONS:

1. INSTALL THE VERTICAL MULLION IN THE CONNECTORS, POSITION AND TILT ACCORDING TO THE SHOP DRAWINGS.
2. DRILL A HOLE IN THE VERTICAL MULLION AS PER THE SHOP DRAWINGS TO INSERT THE ASSEMBLY BOLT.
3. SECURE THE MULLION TO THE CONNECTOR WITH THE REQUIRED HARDWARE (NUTS, WASHERS AND LOCK WASHERS ARE REQUIRED IN THIS ASSEMBLY).

NOTE:
SKIP THESE STEPS IF THE CONNECTORS ARE ALREADY INSTALLED ON THE VERTICAL MULLIONS.

VERTICAL MULLION
SEE SHOP DRAWINGS
FOR THE INSTALLATION TILT

WASHER

LOCK WASHER

NUT

HOLE TO DRILL AT EACH SIDE OF THE MULLION

/ONCE INSERTED IN THE CONNECTOR

CONNECTOR AND ASSEMBLY IS PROVIDED FOR INFORMATION PURPOSES ONLY, ALWAYS REFER TO SHOP DRAWINGS.

Unicel Archi | Corp.
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HORIZONTAL MULLION

INSTRUCTIONS:

1. ASSEMBLE THE HORIZONTAL MULLIONS TO THE VERTICAL MULLIONS ACCORDING TO THE SHOP DRAWINGS (BE CAREFUL TO THE MULLION WITH NO
EDGING SHOULDER, THESE ARE NORMALLY LOCATED AT THE PERIMETER OF THE SKYLIGHT).

2. APPLY SILICONE WELL TO THE JOINT OF VERTICAL AND HORIZONTAL MULLIONS, AS SHOWN.

3. ONCE THE HORIZONTAL MULLIONS ARE IN PLACE, SECURE IT TO THE VERTICAL MULLIONS WITH THE SUPPLIED SCREWS IN THE HOLE OPENINGS.
USE FLAT HEAD SCREWS #14 AT THE PERIMETER OF THE SKYLIGHT AND THE HEX HEAD SCREWS #14 IN REMAINING AREAS.

NOTE:
IT'S ESSENTIAL TO SEAL THE MECHANICAL JOINTS WITH SILICONE TO PREVENT AIR AND WATER INFILTRATION.

SEAL ALL MECHANICAL " oFr;Fszé?u?kt
JOINTS WITH SILICONE Y _ FLAT HEAD
~_ SCREW #14
- (ATPERIMETER)
AN
\

VERTICAL
MULLION

P /
- - HEX HEAD SCREW #14
oz
/// \\\ /// \\\ /// \\\

{ SILICONE PHOTO { SILICONE PHOTO ! { SILICONE PHOTO ‘
\ #1 / \ #2 / \ #3 |
AN ~ \ Y N Y
h >~ — “ h >~ _ - b ~ _ -
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\ 4 SKYLIGHT
UNICEL VISION 700R
WATERPROOFING

MEMBRANE SUPPORT INSTALLATION

INSTRUCTIONS:

1. AT THE PERIMETER OF THE SKYLIGHT, SECURE THE MEMBRANE SUPPORTS TO THE VERTICAL AND HORIZONTAL MULLIONS USING POP RIVETS.

INSTALL THE 0.032" (0.8mm) ALUMINUM MEMBRANE SUPPORTS
ON THE HORIZONTAL MULLION FIRST.

+1/2" (12,7mm) CLEARANCE
BETWEEN THE ALUMINUM MEMBRANE SUPPORT
AND THE MULLION NOSE.

NOSE

HORIZONTAL
MULLION WITH ~/ \
DELINEATE EDGING VERTICAL MULLION / % |
SHOULDER WITH DELINEATE EDGING
SHOULDER J
/
/
N - - -

2. AT THE ROOF TOP OF THE SKYLIGHT, INSTALL THE MEMBRANE SUPPORT ON THE POLYSHIMS PROVIDED AS PER THE SHOP DRAWINGS.

0.032"(0.8mm) ALUMINUM SUPPORT FOR
THE ROOF MEMBRANE MUST OVERLAP
THE MULLION SHOULDER OF #1/2" (12.7mm)
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\ o4 SKYLIGHT
UNICEL VISION 700R
WATERPROOFING

PRIMER MEMBRANE INSTALLATION

INSTRUCTIONS:

1. BEFORE INSTALLING THE SEALING MEMBRANE, APPLY A PRIMER ON THE MEMBRANE SUPPORTS TO INCREASE THE ADHESION BETWEEN THEM.

2. BE CAREFUL TO INSTALL THE SEALING MEMBRANE WITHOUT PIERCING OR TEARING IT. ALWAYS FOLLOW THE INSTRUCTIONS OF THE MEMBRANE
MANUFACTURER.

3. APPLY JOINTING MASTIC TO ENSURE EXCELLENT WATERPROOFING.

NOTE:
IT'S THE RESPONSABILITY OF THE CONTRATOR TO INSTALL THE MEMBRANE PROPERLY AND TO FOLLOW THE OVERLAP INDICATED IN THE SHOP DRAWINGS
APPROVED BY THE ARCHITECT.

Ve - - ~N Ve - -~ N
/ \ / \

/ \ / \
/ PRIMER \‘ [ MEMBRANE \‘
. PHOTO | . PHOTO |

\ / \ /
N / N /
. - ~ ~ - ~

PN
/ AN
/ \
[ wmastic
\ CORNER |
\ /
\ /
N /
N e
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\ T4 SKYLIGHT
UNICEL VISION 700R
GLASS UNIT

SEALING TAPES INSTALLATION

INSTRUCTIONS:

1. BEFORE INSTALLING THE GLASS UNITS IN THE OPENINGS, CLEAN THE MULLION SHOULDERS WITH A CLEAN CLOTH AND ALCOHOL.
2. INSTALL THE SEALING TAPES WHERE REQUIRED ACCORDING TO SHOP DRAWINGS.

CLEAN THE MULLION SHOULDERS TO REMOVE
ALL ACCUMULATED IMPURITIES.

APPLY THE POLYSHIM ON THE MULLION SHOULDERS
ACCORDING TO SHOP DRAWINGS.

NOTE:
REMOVE PROTECTIVE PAPER ONLY
BEFORE GLASS UNITS INSTALLATION.

STEP 2

ASSEMBLY IS PROVIDED FOR INFORMATION PURPOSES ONLY, ALWAYS REFER TO SHOP DRAWINGS.
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\ T4 SKYLIGHT
UNICEL VISION 700R
GLASS UNIT

SETTING BLOCK INSTALLATION

INSTRUCTIONS:

1. INSTALL 2 GLASS SUPPORTS AS SHOWN IN THE SHOP DRAWINGS, CENTER THEM AT A DISTANCE OF 1/4 OF THE LENGTH OF THE HORIZONTAL MULLION.

OPTION 1 OPTION 2

STEP 1:

INSERT THE ALUMINUM SUPPORT
INTO THE CAVITY OF THE GLASS
SUPPORT AS SHOWN

e‘

STEP 1:

INSTALL THE NEOPRENE
SETTING BLOCKS DIRECTLY
ON THE GLASS SUPPORT

STEP 2:
INSTALL THE GLASS

SUPPORT INTO THE
MULLION SHOULDER
WITH A ROTATION

STEP 2:
INSTALL THE GLASS

SUPPORT INTO THE
‘f ]L[E MULLION NOSE

/]
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L' ' 4 SKYLIGHT

UNICEL VISION 700R
GLASS UNIT

GLASS UNIT INSTALLATION

INSTRUCTIONS:

1. PLACE DELICATELY THE GLASS UNITS IN THEIR RESPECTIVE OPENINGS AS SHOWN IN THE SHOP DRAWINGS.
2. TO SECURE THE GLASS UNITS, SCREW THE TEMPORARY AMOVIBLE PRESSURE PLATE AT THE PERIMETER OF THEM.

NOTE:
TO HANDLE THE GLASS UNITS CAREFULY, THE USE OF A SUCTION CUP OR CRANE IS RECOMMENDED FOR THE SETUP.

REMOVE THE PROTECTIVE PAPER ON THE POLYSHIMS
AND PUT THE GLASS UNITS ON THE SETTING BLOCKS
PREVIOUSLY INSTALLED

/ \
/ \

/ \
/ \
| TEMPORARY \
‘\ PRESSURE PLATE J
. PHOTO /

/
/

TEMPORARY PRESSURE PLATE:

1. CENTER THE PRESSURE PLATE WITH
GASKET ON THE TWO GLASS UNITS.
2. SECURE THE PRESSURE PLATE WITH
THE SCREWS PROVIDED BY UNICEL ARCHITECTURAL.
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\ T4 SKYLIGHT
UNICEL VISION 700R
EXTERIOR FINISH

RIGID INSULATION AND ALUMINUM FLASHING INSTALLATION

INSTRUCTIONS:

1. FOR FINISHING AT THE PERIMETER AND THE ROOF TOP OF THE SKYLIGHT, PLACE THE RIGID INSULATION AS INDICATED ON THE SHOP DRAWINGS. REMOVE
THE TEMPORARY PRESSURE PLATE IF NECESSARY.

2. INSTALL ALUMINUM FLASHING ON THE RIGID INSULATION AT THE PERIMETER.

3. AT THE ROOF TOP OF THE SKYLIGHT, PLACE THE RIGID INSULATION AS SHOWN ON THE SHOP DRAWINGS. REMOVE THE TEMPORARY PRESSURE PLATE IF
NECESSARY.

NOTE:
ON THE JOB SITE, ADJUSTMENT OF DIMENSIONS MAY BE REQUIRED.

PUT HORIZONTAL FLASHING FIRST

@ STEP 2
\ ‘
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\ T4 SKYLIGHT
UNICEL VISION 700R
EXTERIOR FINISH

SNAP ON COVERS INSTALLATION

INSTRUCTIONS:

1. REPLACE THE TEMPORARY PRESSURE PLATE WITH THE PERMANENT PRESSURE PLATE.
2. INSTALL THE VERTICAL SNAP ON COVERS AND THEN THE HORIZONTAL SNAP ON COVERS OVER THE SKYLIGHT.

NOTE:
SOME COVERS MAY HAVE A CLOSED END FOR FINISHING PURPOSES, REFER TO THE SHOP DRAWINGS TO IDENTIFY THEM. THE USE OF A SOFT HAMMER

IS RECOMMENDED TO NOT DAMAGE THE ALUMINUM OR THE PAINT.

STEP 1

1/4" CLEARANCE

TO EACH SIDE OF

THE HORIZONTAL
PRESSURE PLATE

TO INSTALL THE VERTICAL
SNAP ON COVERS

ALWAYS INSTALL THE
VERTICAL SNAP ON COVERS
FIRST

Q

STEP 2

~
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L'J SKYLIGHT

UNICEL VISION 700R
EXTERIOR FINISH

ALUMINUM ROOF FLASHING INSTALLATION

INSTRUCTIONS:

1. PUT THE ROOF FLASHING ON THE TOP OF THE SKYLIGHT, ADJUST THE DIMENSIONS OF THE FLASHING AS REQUIRED.
2. FIXTHE ALUMINUM FLASHING ON THE SNAP ON COVERS WITH POP RIVET.
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L' ' 4 SKYLIGHT

UNICEL VISION 700R
EXTERIOR FINISH

APPLY SEALING JOINT

INSTRUCTIONS:

1. APPLY SILICONE JOINTS WHERE REQUIRED ACCORDING TO SHOP DRAWINGS.

NOTE:
ALL SURFACES TO BE SEALED MUST BE COMPLETELY CLEAN AND DRY.

—~ ~ — ~
e ~ Ve AN
/ N\ / N\

/ \ / \

/' BASED \\ /' HEAD PHOTO \\

' PHOTO | | #2 ,
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/ SIDE \\
‘\ PHOTO ,
\ /
N /
~ o -

Unicel Architectural Corp.
2155 Fernand-Lafontaine . UNICEL SK 364
Longueuil « Québec * J4G 2J4 + Canada

T: 800.668.1580 | 450.670.6844 ¢ F: 866.496.2628 | 450.670.7144 2021_10_26
E: unicel@unicelarchitectural.com *« www.unicelarchitectural.com



AutoCAD SHX Text
ARCHITECTURAL


	Sheets and Views
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 1.0
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 1.1
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 1.2
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 1.3
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.0
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.1
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.2
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.3
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.4
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.5
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.6
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.7
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.8
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.9
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.10
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.11
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.12
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.13
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 2.14
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.0
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.1
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.2
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.3
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.4.1
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.4.2
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.5.1
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.5.2
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.5.3
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.6.1
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.6.2
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.6.3
	VISION-700-800-R-S-HP_WITH-INSTALLATION-GUIDE-LT 3.6.4


